Gas turbines inherently depict unique frequency response characteristics compared with other conventional synchronous generation technologies as their active power output is not entirely determined by the governor response during frequency deviations of the power network. Thus, gas turbine dynamics significantly influence on system stability during frequency events in power networks. Power system and power plant operators require improved understanding of the gas turbine characteristics during various frequency events in order to mitigate adverse impact on power system. Therefore a comparative analysis has been performed between combined-cycle gas turbines (CCGTs) and open-cycle gas turbines (OCGTs) in order to characterise the dynamic behaviour considering different types of frequency events in power networks. Study has shown that CCGTs result in significant frequency variations in power networks in comparison with OCGTs because of the temperature control action performed by the fast acting inlet guide vanes at the combustor. In particular, they are susceptible to lean blowout during large frequency increase events such as short-circuit faults in power networks. Furthermore, a case study was developed based on the New England-39 bus system in order to illustrate the impact of gas turbine dynamics on network frequency during short-circuit events in power networks. 
Introduction
During the last three decades combined-cycle gas turbines (CCGTs) have received immense industry attention as one of the economically viable and environmentally friendly thermal power generation technology due to their high efficiency, flexibility and low green-house gas emission. Renewable power generators have widely been integrated to thermal power networks due to increased pressure to reduce green-house gas emissions from power generation [1] . However, high variability and intermittency of nonconventional renewable power generators (i.e. wind and solar power generation) have resulted in challenging issues during system operation. Consequently, the open-cycle gas turbines (OCGTs) became a viable fast-start generation technology to cope with the variability in wind power generation. Therefore, many power networks operating with a significant penetration of renewable power generation have deployed OCGTs to effectively manage the renewable power variability during system operation (e.g. Ireland, and South Australia).
A number of studies have been conducted on gas turbine modelling for dynamic and stability studies [2] [3] [4] [5] [6] . The work presented by Rowen [2] was one of the pioneering studies in the early literature, and subsequently that model was further improved by including variable inlet-guide-vanes (IGVs) to control air-flow to the combustion chamber. The IEEE working group has presented a dynamic model for a single-shaft, constant-speed gas turbine with IGVs while considering the physical thermodynamic properties and laws [3] . In [4] [5] , authors have placed a special emphasis on modelling gas turbines for system frequency excursions, and developed a physical model to accurately determine the gas turbine power output during various frequency excursions.
The CIGRE working group has also developed a gas turbine model for power system dynamic studies based on the Rowen's model; however turbine dynamics were represented by a second-order block in contrast to the mathematical function in the Rowen's model for the torque calculation [6] . Moreover, a gas turbine dynamic model comparison, parameter estimation and validation procedures are presented in [7] [8] [9] .
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The dynamic response characteristics of gas turbines during frequency decrease events are well established in the published literature [10] [11] [12] . During frequency decrease events gas turbine (both the CCGT and OCGT) power output decreases due to the reduction in pressure ratio across the gas turbine. This occurs due to the reduction in airflow to the combustion chamber as the grid synchronised compressor slows down during the low frequency event. In addition, dynamics associated with the temperature control scheme of the CCGT also lead to further reduction in the CCGT power output during low frequency events by reducing the fuel flow to the combustion chamber. Various system operators have set operational guidelines to alleviate such adverse impact from CCGTs during low frequency events in power networks [13] . However, less attention has been placed on gas turbine dynamics during frequency increase events in power networks, in particular, during sustained short-circuit faults (i.e. long duration faults which are not cleared either by primary or backup protection).
During the short-circuit event, network voltage decreases significantly, and subsequently that voltage drop will result in a power imbalance between the electrical power output and mechanical power input to the generator due to the voltage drop at the generator terminal. As the electrical power output is lower than the mechanical power input, it will create an acceleration torque at the generator, hence the local frequency will increase. This is due to the fact that rotor speed is directly coupled to the speed of the rotating magnetic field of the air-gap, hence any rotor speed deviation will result in frequency variations in the rotating magnetic field, hence the frequency of the generated voltage waveform. Furthermore, as the electromechanical torque attempts to adjust with the mechanical torque input it ultimately creates rotor speed oscillations, hence create local frequency oscillations [14] . Consequently, gas turbine governor responds to these frequency oscillations, and ultimately leads to detrimental operating conditions at the CCGT plant. Furthermore, depending on the severity of the ROCOF, it may lead to leanblowout (LBO) and may result in complete plant shut down as occurred in the Florida blackout [15] [16] . Similar over-frequency events can be resulted from tripping of a large load or disconnection of an interconnector when exporting power to another region, events and does not lead to large electromechanical oscillations at the generator. Therefore, power utility engineers require an in-depth understanding of the associated gas turbine dynamics during frequency increase events.
The main objective of this paper is to investigate gas turbine dynamics during various frequency events in power networks, and present a comparative analysis between the CCGT and OCGT plants. This paper is organised as follows: The gas turbine modelling descriptions are outlined in Section 2. The test system description and characteristics of various types of faults are discussed in Section 3. The dynamic behaviour of the CCGT and OCGT during frequency events are presented in Section 4. A case study based on the New England-39 bus system is presented in Section 5. The study conclusions are summarised in Section 6.
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Gas Turbine Modelling
This section outlines the modelling descriptions of the CCGT, OCGT and exciter model used for dynamic simulations. All the models were developed in the DIgSILENT Power Factory using the dynamic simulation language (DSL).
The CCGT Dynamic Simulation Model
A CCGT plant is comprised of a gas turbine and a steam turbine unit, while the exhaust gases from the gas turbine are extracted to generate steam for the steam turbine (ST) unit. A schematic diagram of the CCGT plant is illustrated in Figure 1 . According to the published literature various modelling conceptions have been used by various researchers to model CCGTs for power system dynamic studies. For example, in the IEEE model, physical thermodynamic properties/laws associated with the turbine and combustor, and control loops (i.e. temperature control, airflow control and fuel control) are used to represent the dynamics of the CCGT plant [3] . However, in contrast to the IEEE model, the Rowen's model uses mathematical functions to represent dynamics associated with the turbine and combustor [2] . The accuracy of the Rowen's model to evaluate frequency response has been thoroughly verified in [10] [11] [12] .
presented in [10] for frequency dynamic studies. A schematic diagram of the CCGT model developed in the DIgSILENT Power Factory is shown in Figure 2 . It should be noted that the parameter values are based on [2, 10] and are given in the Appendix A. The CCGT model is comprised of two main control loops (i.e. speed control loop (fuel control) and temperature control loop (air-flow control)). At the speed control loop, generator shaft-speed error is feed into the speed-governor which determines the fuel adjustment required to correct the speed deviation. The output of the speed governor is proportional to the speed error, since it operates with a droop [2] . Then load reference set-point (Pset) is added to the speed-governor response to determine the combined fuel requirement (see Figure 2 ). However, if the gas turbine is operating with an isochronous governor, then speed error is fed through a proportional-integral (PI) controller, in which corrective action is carried out until the speed error becomes zero and generator reaches its rated power capability. Therefore, Pset is zero when the gas turbine operates with an isochronous governor [2] . The minimum signal between governor control loop and speed control loop is selected, and then no-load fuel requirement is added to determine the final fuel requirement for the combustor after accounting for the delays associated the 7 fuel system. After combustion process the gases will be expanded at the turbine in number of stages while generating the driving torque for the generator. Following this the CCGT turbine exhaust temperature is determined based on function F1 as follows:
where, Ta, Tr, N, and Wf denote the ambient temperature, rated turbine exhaust temperature, generator shaft-speed and exhaust gas flow respectively. MaxIGV denote the maximum angle of the inlet guide vanes (IGVs) while IGV refers to the current IGV angle. The turbine torque is calculated using the following function:
In order to maintain the exhaust temperature at the optimal value to achieve the highest efficiency, CCGTs are equipped with variable inlet guide vanes (IGVs). Therefore, 
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The mechanical power output of the steam turbine depends on the gas turbine exhaust energy, and two time lags associated with the high pressure and low pressure sections of the steam turbine. These time lags correspond to the tube metal heat capacitance (order of 5 s) and the boiler storage time constant (order of 50 to 100 s). Therefore, due to the large time constants associated with the steam turbine it has a very insignificant effect on overall plant response during the study period (10 s). Furthermore, as the steam turbine generator is typically operated at the sliding pressure mode it can't provide any primary response. Therefore, heat recovery steam generator (HRSG) and steam turbine were not considered in this study.
The OCGT Dynamic Simulation Model
Typically, the exhaust temperature of the OCGT is not controlled at an optimal value, since a heat recovery mechanism is not used during the open-cycle operation. Therefore, variable IGVs are not utilised in OCGTs. A schematic diagram of the OCGT model developed in the DIgSILENT Power Factory is shown in Figure 4 . Since OCGTs don't have variable IGVs the exhaust temperature is calculated using the following function:
acceleration control loop was not included for the CCGT and OCGT models, since it is only active during gas turbine start up. Both the CCGT and OCGT are assumed to utilise the same internal parameters for the speed control, and temperature control loops, although the presence of IGVs and an over firing capability distinguish the models from each other. This allows the OCGT to vary its exhaust temperature based on power output of the generator. The fuel demand for both CCGT and OCGT is determined based on the lowest signal between governor control loop and temperature control loop. A governor droop of 4% was assumed for both the CCGT and OCGT. The CCGT and the OCGT temperature control system was designed based on Fahrenheit.
Excitation System Model
The generator model of both the CCGT and OCGT is equipped with the IEEE Type-1 exciter model [17] . A schematic diagram of the excitation system is shown in Figure 5 ,
and parameter values are presented in the Appendix B. The IEEE Type 1 is a brushless excitation system where generator terminal voltage (Vt) is filtered first at the regulator and compared with the reference voltage (Vref) to generate the error voltage. At the second summing point error input is compared with the excitation damping loop signal and feed into the main regulator. Following this, the maximum and minimum limits of the regulator are imposed so that regulator output will not exceed practical limits. Then exciter saturation effects are incorporated prior to deciding the generator field voltage (Efd).
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Classification of Frequency Events and Test Network System
Electricity networks are exposed to various disturbances and consequently it will affect system frequency. Based on the characteristics of frequency variations they can be mainly classified into three types: The frequency traces illustrated in Figure 6 are derived using an actual power network with majority of the generation is comprised of gas turbine units [14] . According to Figure 6 , each event has resulted in different frequency variations. In particular, during transient short-circuit faults; a large ROCOF can be observed which is detrimental for gas turbines. As shown in Figure 6 , during the short-circuit event, it indicates a frequency increase of 0.85 Hz within 250 ms while indicating a ROCOF of 3.4 Hz/s. However, generator outage events and load reduction events cause slow and gradual frequency variations compared to short-circuit events in power networks. 
The Test Network
A single machine test network was developed in order to investigate the frequency response characteristics of the CCGT and the OCGT. The test system is comprised of a 2000 MW load which is represented by a constant impedance load model. The system equivalent was represented by an external grid model in the DIgSILENT Power Factory.
System equivalent has an inertia constant (H) of 6 s and short-circuit capacity (SCC) of 5000 MVA. In addition, a frequency droop of 4% was chosen for the system equivalent. A schematic of the test system model is shown in Figure 7 . The investigation was carried out separately for both the CCGT and OCGT models in order to avoid any dynamic interactions between the CCGT and the OCGT; hence the plant model of the generator G1 (see Figure 7 ) was represented by either CCGT or OCGT model. Furthermore, it is assumed that G1 is operating at zero reactive power output. It is assumed that the CCGT has an inertial constant of 8 s and a rated active power output of 400 MW, while the OCGT has an inertial constant of 4 s and a rated active power output of 200 MW. The CCGT was rated 500 MVA and the OCGT was rated at 250 MVA. Moreover, it should be noted that in order to obtain same active power output from the OCGT, two units were operated in parallel to obtain same rated power output as the CCGT. Both the CCGT and OCGT capability characteristics were determined based on the transmission system operator (TSO) specifications [18, 19] .
Gas Turbine Dynamics during Frequency Events
Frequency Decrease Event (Network Load Increase)
A frequency decrease event was simulated at 1 s by connecting a 200 MW load to the test network in Figure 7 , and it is assumed that prior to this event the test system was operating with a 1800 MW load. Separate tests have been carried out for both the CCGT and OCGT, and it is assumed that they are operating at rated power output (i.e. 400 MW) prior to the disturbance. Figure 8 illustrates the CCGT and OCGT response following a frequency reduction event in the network. The following per-unit conventions were used for the traces shown in Figure 8 . The per unit fuel demand was defined based on the fuel demand required for the rated power output (i.e. 400 MW). The per-unit turbine power output was defined based on the rated power output of the generator.
When the 200 MW load was connected to the network (t = 1 s), during initial few seconds system frequency decreases at a faster rate when the OCGT is in place, in comparison to the CCGT. This is due to the fact that CCGT has much larger inertia in comparison to the OCGT, hence the CCGT indicates much larger inertial response than the OCGT (see Figure 8 ). It should be noted that system frequency variation is based on the instantaneous power balance in the network region, and also it is reflected as average generator shaft-speed variation. However they may be some transient shaftspeed variations at the generator during system frequency variations due to the instantaneous power imbalance at the generator and rotor angle variations.
Furthermore, inertial response is greater than the rated active power output of both machines (400 MW), however it is within the generator stator current limit as the generator is rated at 500 MVA.
As the system frequency decreases, the turbine power output of both the CCGT and OCGT also decreases and that phenomenon can be explained as follows: When the system frequency decreases, the compressor slows down while reducing the air-flow to the combustion chamber, and that will reduce the pressure ratio across the turbine.
Subsequently, turbine power output is reduced as no longer fuel input to the combustion 13 chamber can be increased by the governor signal as the generator is operating at its rated power output (i.e. maximum fuel limit has reached). However, this reduction is 0.008 pu which is negligibly small in comparison to the turbine power reduction (which occurs at 6.8 s). Subsequently, after few seconds system frequency decreases to 49.18 Hz for the CCGT case, while the corresponding minimum frequency nadir for the OCGT was 49.22 Hz. This phenomenon can be explained as follows:
When system frequency decreases, the compressor slows down while reducing the air flow to the combustion chamber, and subsequently exhaust gas temperature will increase due to the increase in the fuel-to-air ratio at the combustion chamber. As mentioned earlier, CCGTs are equipped with variable IGVs, since they must maintain an optimal exhaust temperature in order to achieve maximum efficiency at the heat recovery stage (i.e. through the heat recovery steam generator (HRSG)). Therefore, the exhaust temperature is corrected by altering IGVs. Conversely, OCGTs don't incorporate variable IGVs as they operate at the open-cycle mode. When the CCGT is operating at rated power output its IGVs are now fully open, hence IGVs could not correct the fuel-to-air ratio in the combustion chamber. Therefore, compressor speed is the only determinant of the fuel-to-air ratio, hence the exhaust temperature will increase. Ultimately, the CCGT exhaust gas temperature increases beyond the OCGT exhaust gas temperature when system frequency decreases.
The fuel selector selects the minimum value between the temperature control signal and the speed governor signal in order to determine the fuel demand. The CCGT exhaust temperature increases at a much faster rate than the OCGT, since IGVs can no longer control the CCGT exhaust temperature. Subsequently the CCGT temperature control loop overrides the speed governor signal, ultimately fuel input to the combustion chamber is reduced (reduced from 1 pu to 0.975 pu within 3.5 s) while reducing the exhaust gas temperature (t = 6.6 s), consequently turbine power output also reduces below the OCGT power output (t = 6.8 s). Therefore, the system frequency starts to 14 decrease below the OCGT frequency (t = 8.1 s), while worsening the frequency stability issues in the network.
The exhaust temperature spread can be used as the main lean blowout (LBO) signature for the gas turbine, which is measured as the difference between two temperature values within 2 s time window [15] . The exhaust temperature spread of 19.5 °F has been indicated by the CCGT while the temperature spread for the OCGT units was 8.63 °F. In both cases the exhaust temperature spread is less than the temperature spread at the LBO condition (i.e. 200 °F), hence it's unlikely resulted in a LBO condition at this particular frequency decrease event. 
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The system frequency, gas turbine power output and the exhaust temperature, when the gas turbines are operated below the rated power output (i.e. at 380 MW) are shown in temperature doesn't increase rapidly as before, and hence the generator power output increases based on the speed governor response in order to improve the system frequency. Although, the ROCOF for the OCGT scenario is slightly larger than the CCGT scenario both units have indicated the same turbine power output increase.
The OCGT has indicated an exhaust temperature spread of 24.5 °F while for the CCGT exhaust temperature spread is 30 °F. This is because OCGTs are not operating at an optimal temperature; hence its steady-state exhaust temperature varies with the power output. Thus, it's highly unlikely resulted in a LBO condition when gas turbines are operated below the rated power output.
Gas Turbine Dynamic during Frequency Increase Events (Load Reduction)
A frequency increase event was simulated at 1 s by disconnecting a 200 MW load in the network, and prior to this event test network was operating with a 2000 MW load. It is assumed that both the CCGT and OCGT are operating at rated power output. Figure 10 illustrates the CCGT and OCGT response following a frequency increase event in the network. Following the load reduction event system frequency increases at a higher rate when the OCGT in place compared to the CCGT scenario due to the low inertia of the OCGT unit. Therefore, the OCGT governor indicates a much steeper response compared to that for the CCGT during the first few seconds of the load reduction event due to the slightly larger rate of change of frequency for the OCGT scenario. It should be noted that system frequency recovers to nominal system frequency at a slower rate as the frequency droop is employed at both G1 (i.e. either CCGT for OCGT) and external grid. Ultimately, due to the governor response fuel demand is reduced (from 1 pu t0 0.70 pu), and ultimately it will lead to large reduction in turbine power output. According to Figure 10 , both the CCGT and OCGT indicated a 24% reduction in turbine power output (i.e. 96 MW).
However, during this event temperature control loop doesn't override the governor response, although CCGTs are equipped with IGVs. Therefore, both the CCGT and OCGT have indicated same turbine power output reduction.
As the system frequency increases the air compressor speeds up, which leads to more air being drawn into the combustion chamber. This results in a low fuel-to-air ratio and consequently the turbine exhaust gas temperature reduces. For OCGTs the exhaust temperature spread is high compared to CCGTs (e.g. OCGT -110 °F, CCGT -31 °F), since the latter is equipped with variable IGVs and so can reduce the air flow by 'closing' them (closing them from 1 pu to 0.38 pu) when the turbine exhaust temperature falls in order to correct the exhaust temperature back to its optimal value (see Figure 11 ). Therefore, if a large load reduction event is taking place in the network that may lead to a large ROCOF, and ultimately that may lead to higher exhaust temperature spread, hence it's more likely lead to a LBO condition. This is because change in fuel flow is instantaneous; however due to the inertia of the rotating mass of the gas turbine, it pumps more air at a higher rate while reducing the fuel-to-air ratio below the lean flammability limit [15] . The turbine power output reduction during frequency increase events for various generator loading conditions are illustrated in Table 1 . It should be noted that once the generator loading is reduced that additional load will be provided by the system equivalent (see Figure 7 ) while maintaining the same load in the network (i.e.
2000 MW) prior to the event, hence the system equivalent becomes more dominant in determining the initial frequency increase in the network when generator loading approaches 50%. For the each generator loading scenario shown in Table 1 , a 200 MW load was disconnected from the test system and turbine power decrease is calculated as a percentage of steady-state power output prior to the frequency increase event during the tests carried out for various generator loading levels. According to Table 1 , the OCGT experiences a slightly high power reduction in comparison to the CCGT. This is due to the fact that the OCGT experiences a much higher frequency increase than the CCGT due to the low inertia of the OCGT (hence low inertial response) in comparison to the CCGT. Therefore, the OCGT speed governor response (i.e. fuel reduction command) is much larger than the CCGT governor response;
hence OCGT has resulted in much larger turbine power output decrease in comparison to CCGT.
When generator power output decreases both gas turbines have resulted in an increase in the active power reduction. This is due to the fact that governor signal for fuel reduction becomes more dominant (since system frequency increase for all loading scenarios is almost same), over the steady-state fuel requirement. Therefore, when power output decreases, impact of governor response is much larger than it operates at the rated power output, hence greater turbine power output reduction can be perceived when gas turbines are operating at partial load.
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Dynamic behaviour of Gas Turbines during Short-Circuit Events
During short-circuit events generators are subjected to large electro-mechanical oscillations due to the large voltage drop across a wide-area of the power network.
Therefore, during short-circuit faults large frequency excursions and ROCOFs can be observed. Figure 12 illustrates the dynamic behaviour of the CCGT and OCGT units during a 150 ms short-circuit fault in the test system. It is assumed that both units are operating at rated power output. According to Figure 12 system frequency has significantly increased during the fault for both scenarios (i.e. CCGT and OCGT). In particular, the OCGT has indicated a significantly large frequency increase compared to the CCGT. For the OCGT scenario it has indicated a ROCOF of 0.89 Hz/s while the corresponding value for the CCGT was 0.71 Hz/s. This has resulted in a substantial reduction in fuel inflow to the combustion chamber, and the accelerated compressor pumps more air to the combustor, and ultimately turbine power output has decreased substantially. However, the turbine power output reduction (i.e. 25%) is almost similar for both the CCGT and OCGT, although the OCGT experiences a much higher ROCOF during the fault in the network. This is due to the fact that fuel demand reduction for both the CCGT and OCGT is almost similar.
After fault clearance, system frequency recovers to nominal system frequency at a steeper rate while demanding more fuel being injected to the combustion chamber, however now the CCGT IGVs are at their minimum value, and the compressor also slows down while reducing the air-flow to the combustion chamber. This substantial air-flow reduction at the CCGT has subsequently reduced the air-to-fuel ratio while resulting a steep increase in the exhaust gas temperature (t=2.5 s). In this particular scenario the exhaust temperature spread for the CCGT is around 66 °F which is below the LBO exhaust temperature spread [20] , however characteristic exhaust temperature behaviour during a LBO event can be observed at the CCGT during this fault. In terms of the OCGT, it has indicated an exhaust temperature spread of 38 °F. The CCGT illustrates more detrimental exhaust temperature characteristics due to the airflow control action of the IGVs during the fault (see Figure 13) . Therefore, CCGTs are much more susceptible to the LBO during short-circuit faults in the network. At t=5.4 s due to the exhaust temperature increase, temperature control system starts to override the governor signal, and ultimately fuel system starts to reduce the fuel flow to the combustion chamber (see Figure 14) . This has resulted in a decrease in turbine power output and ultimately frequency decrease further (t = 6.3 s). 25 the resulting ROCOF during that fault was 2.28 Hz/s. In terms of the 90% loading the exhaust temperature spread has reached the LBO limit when the fault persists for 980 ms, and the resulting ROCOF was 3.87 Hz/s. In terms of OCGTs, a fault should persist for 1.6 s in order to lead to LBO when they operate at the rated power output.
Therefore, it can be concluded that CCGTs are more susceptible to the LBO during shortcircuit faults whet they operate at rated power output.
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A Case Study
A case study was developed using the New England-39 bus test system, in order to assess the dynamic impact of gas turbines during short-circuit faults in power networks, as it is the most detrimental condition for generators as discussed in Section 4.3. The generators are adopted with three different plant models (i.e. CCGT, OCGT and steamturbine (ST)), and the governor droop was set at 4%. The generator exciters were represented by the standard IEEE models [17, 21] . A schematic of the test system is illustrated in Figure 15 , and the generation portfolio for each region as a percentage of total generation in the region is given in Table 2 . Table 2 , Area 1 has the highest inertia while the Area 3 has the lowest inertia in the New England-39 bus system. This is due to the fact that majority of the generation in Area 1 is comprised of CCGTs with a high inertia constant, and in Area 3 CCGT penetration is low.
A 250 ms short-circuit fault was initiated in each generation region in the New England-39 bus system, and observed the frequency and exhaust temperature variation. According to Figure 16 , Area 3 has indicated the highest and lowest frequency when a fault occurs in Areas 1 and 3. This is due to the fact that Area 3 has the least inertia among all the other regions in the New England 39 bus system; hence generators accelerate at a higher rate during the fault while resulting a large frequency increase in the region. Therefore, a good correlation can be observed between regional frequency variations and inertia of each region (see Table 3 ). As these frequency variations also affect the governor response it is imperative to analyse the turbine response in each region. Figure 17 illustrates the turbine response of Area 2 and Area 3 for a 250 three-phase short-circuit fault in Area 2. CCGT at bus 36 has indicated a turbine power output reduction of 12% while the ST unit installed at bus 33 has indicated only a 6% power output reduction. This is due to the aforementioned fact (in Section 4.3) that as the frequency increases, in order to correct the exhaust temperature, the temperature control system overrides the governor signal, and ultimately it further reduces the fuel flow to the combustion chamber while resulting a power output reduction at the CCGT. Therefore, such a significant turbine power output decrease may trigger frequency stability issues in the network.
Furthermore, as Area 3 indicates the highest frequency increase during two fault scenarios (see Figure 16) ; it may detrimentally affect the gas turbines installed in the region. In particular, it may affect the gas turbine exhaust temperature while triggering the LBO condition. Figure 18 illustrates the exhaust temperature variation of the CCGT installed at bus 36 for short-circuit faults in each region. According to Figure 18 , the exhaust temperature variation can be directly correlated to the frequency variation in Area 3. For example, fault at Area 3 has resulted in the highest rate of change of frequency, and ultimately the CCGT at bus 36 has indicated an exhaust temperature variation of 66.22 ºF which is 37.13 ºF higher than the other fault scenarios. Therefore, the CCGT at bus 36 is more susceptible to LBO condition than the other CCGTs operating in the network.
Conclusions
This study has characterised the dynamic behaviour of the CCGT and OCGT units during different frequency events in power networks. The study has shown that the temperature control system associated with the CCGT may lead to turbine power output reduction during both frequency increase and decrease events, which may be detrimental to frequency stability of the network. In particular, when CCGTs operate at rated power output the turbine power output reduction can be severe enough to cause frequency stability issues in power networks. However, when CCGTs operate below rated power output, the dynamic characteristics are comparable to the OCGT. Furthermore, gas turbine dynamics during frequency transients due to short-circuit events have been investigated with particular emphasis on lean blowout (LBO) condition, and outcome of the investigation was further confirmed by a case study developed based on the New England-39 bus system. It has shown that CCGTs are more susceptible to LBO condition due to the large rate-of-change-of-frequency (ROCOF) resulting from short-circuit events, in particular in regions with lower inertia.
